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1 7/1/2022 7/1/2022 Private NA 25 0 0

Cause: Lift station service provider removed pump for 

service without providing a back up pump.  The wet well 

could not pump down so an overflow occurred. City staff 

did not observe the lift station overflowing, but there was 

evidence a small amount of sewage had been released. 

The release was contained to asphalt and a grassy area.  

No waterways or stormdrains effected. Exact start and 

stop times and volume are estimates since City staff did 

not observe the overflow.

NA

10:00 AM 11:00 AM Actions Taken: Staff contacted lift station service provider 

and required a back up pump be installed immediately. 

Back up pump was installed at 3:00 pm on 7/1/22.

Preventative Measures: The lift station service provider 

had already ordered a replacement pump, but the new 

pump was on backorder. The backup pump is intended to 

handle the flow until the new pump arrives.

2 7/9/2022 7/9/2022 Private NA 60 0 60

Cause: A grease interceptor backed up and overflowed 

onto a paved parking area.  Approximately 50-60 gallons 

was released.  No waterways or stormdrains reached. A 

contractor working nearby broke a private lateral, causing 

the backup. Exact start and stop time unknown as 

overflow had stopped when City personnel arrived. 

NA

7:00 AM 7:15 AM Actions Taken: Largo vactor truck vacuumed up spill, 

washed down pavement, and pumped out grease 

interceptor. Restaurant manager contacted hauler to 

pump out GI the following day so they could remain open 

for business. A plumber was contacted to repair the 

broken line.

Preventative Measures: The broken lateral line will be 

repaired. The grease interceptor will be pumped out as 

needed until the line is repaired. 

3 7/14/2022 7/14/2022 City 2022-5264 1,500 0 0

Cause:  A grease blockage caused a city manhole to 

overflow.  Appoximately 1500 gallons was released and 

entered a stormdrain that discharges to a ditch. At the 

time of the release, the ditch was dry and the release 

quickly absorbed into the ground.

$1,000

9:35 AM 10:42 AM

Actions Taken: Largo crews jetted the line to clear the 

blockage. The area was washed down and excess 

washdown water was removed by the vactor truck. 

Because the ditch was dry and the spill absorbed into the 

ground, no samples could be collected. 

Preventative Measures: More frequent cleaning of the 

main line will take place.  

4 7/31/2022 7/31/2022 City NA 20 0 20 Cause: Grease blockage caused a manhole to overflow. 

Approximately 20 gallons of sewage was observed along 

the curb. No waterways or stormdrains were effected.

1,000

2:30 PM 2:45 PM
Actions Taken: City crews vacuumed the wastewater from 

the curb and washed down the street.  The line was jetted 

and the grease blockage was cleared.

Preventative Measures: Future overflows prevented by 

clearing this blockage.

1,605 0 80 $2,000
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